converter (MMC) control, its significant advantages over sinusoidal modulation have not been fully explored. This paper evaluates the influence of third harmonic injection on system power losses, submodule capacitance, circulating current, and fault current and mathematical models are derived. Station conduction losses are reduced by 11%, yielding higher efficiency and lowering cooling system capacity. The submodule capacitance is reduced by 24%, which significantly lowers the capital cost, weight, and volume of the station converter. Additionally, the phase energy variation is reduced by around 18%, which benefits circulating current control. Due to the lower AC currents, the semiconductor current stresses are correspondingly reduced. In addition to the performance improvement in normal operation, the third harmonic injection reduces the DC fault currents by 13.4% and thus the fault current stresses on semiconductors and DC circuit breakers are lowered. Simulation of a point-to-point HVDC system demonstrates the effectiveness of the above analysis.
I. INTRODUCTION

Modular multilevel converter (MMC) deployment for HVDC transmission applications
is increasing due to its advantages over thyristor-based line commutated converters (LCCs) and two-level voltage source converters (VSCs). A three-phase transformer is used on the MMC AC-side to isolate the grid and the converter and match the AC and DC voltages. Thus sinusoidal modulation can generate the required voltage and control the MMC, although the DC voltage is not fully utilised. Additionally, it has good harmonic characteristics and can be simply implemented in digital controllers. As a result, sinusoidal modulation is widely used in the control of MMCs [1] [2] [3] .
Selective harmonic elimination (SHE) modulation is introduced in [4] to control the hybrid multilevel converter and reduce switching losses. However, the active switches of the main power stage still suffer high voltage stresses. Trapezoidal modulation is utilized in the solid-state DC transformer and in the hybrid cascaded MMC in [5] and [6] respectively to reduce switching losses and effectively utilize the DC voltage to produce an output AC voltage with higher fundamental amplitude. However, this is achieved at the expense of higher capital cost and a larger footprint.
By adding zero-sequence components into the reference voltage, the discontinuous modulation in [7, 8] increases the modulation gain and reduces switching losses. However, additional submodules (SMs) are required in each arm to avoid over-modulation and reduce SM capacitor voltage ripple. In [9] , second harmonic is injected into arm currents to optimize the current distribution among the SMs and reduce SM capacitor voltage ripple, but at the expense of higher semiconductor current stresses.
Third harmonic injection is another attractive approach for MMC control, due to the high DC voltage utilization ratio. In [10] , the MMC was first proposed for high voltage application and triplen harmonics, mainly third harmonic, were injected to effectively utilize the DC voltage. The advantage of third harmonic injection over sinusoidal modulation is discussed in [11] and the system performance under a DC fault is improved. However, the influence of third harmonic during normal operation is not considered.
MMC dynamics under both balanced and unbalanced grid conditions with third harmonic injection are evaluated in [12] . However, the influence of the third harmonic on This paper is a post-print of a paper submitted to and accepted for publication in IET Generation, Transmission & Distribution and is subject to Institution of Engineering and Technology Copyright. The copy of record is available at IET Digital Library. losses and SM capacitance is not considered. Modified space-vector (SV) nearest level modulation (NLM) is discussed in [13] to increase the DC voltage utilization ratio thus reduce the DC voltage. However, the reduced DC voltage means a higher DC current in order to transfer rated power, resulting in higher power transmission losses.
Although third harmonic injection is extensively used in MMC control, its advantages over sinusoidal modulation have not been fully exploited in the MMC [10] [11] [12] [13] . By injecting the triplen harmonics, the DC voltage utilization ratio is increased from ½ to 1 3 [7, 14] .
Compared with sinusoidal modulation, the maximum output voltage peak with reference to the mid-point of the DC link is reduced from ½V DC to ¼ 3 DC V as demonstrated in Fig. 1 (a 
which is close to ½ 3N given that HVDC systems typically use hundreds of SMs per arm. 
when the voltage of the grid connected to the station remains unchanged. Thus, higher voltage output capability is required for the MMC and the redundant SMs, introduced by the higher DC voltage utilization capability with third harmonic injection, can be effectively utilized.
This study focuses on the influence of third harmonic injection on SM capacitance, converter losses, circulating currents, and DC fault currents, in a HVDC system. The paper is organized as follows. The characteristics of third harmonic injection with higher transformer ratio are presented in Sections II. In Section III, the influence of third harmonic injection on station conduction losses, SM capacitance requirements, circulating currents, and DC fault currents are discussed and mathematical models are derived. In Section IV, system performances using third harmonic injection are assessed in normal operation and during a pole-to-pole DC fault, by considering a point-to-point HVDC link. Finally Section V draws the conclusions. 
II. CHARACTERISTICS OF THIRD HARMONIC INJECTION WITH HIGHER TRANSFORMER
RATIO
Besides the third harmonic, the voltage v hSV contains other triplen harmonics. However, the third harmonic is the dominant frequency in the triplen harmonics and the influence of other triplen harmonics (h=9 th , 15 th , …) is ignored (purely third harmonic injection is a valid concept for increasing the DC voltage utilization ratio by 15.5%). The adopted third harmonic injection approach described by (1) and (2) has the same effect as space-vector modulation, as presented in [12, 14, 15] . Moreover, it is easy to implement and does not cause extra computational burden for the controller, even for MMC with several hundred SMs per arm.
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By using the third harmonic injection with a higher transformer ratio, the maximum output voltage peak is increased to ½V DC , thus the modulation index is increased from to 1 and all the SMs are effectively utilized, as shown in Fig. 1 (b) .
As the transferred power is fixed, the AC current i ACSV is reduced by 13.4%:
where I m0 is the AC current amplitude in sinusoidal modulation control;  is the grid angular velocity; and is the phase angle between the phase voltage and current. As depicted in [16] 
where m 0 is the modulation index with sinusoidal modulation.
III. INFLUENCE OF THIRD HARMONIC INJECTION ON MMCS
In this section, the influences of third harmonic injection with a resultant higher transformer ratio are discussed in normal operation and during pole-to-pole DC fault, respectively.
A. Power Losses
The conduction losses are higher than the switching losses in MMCs for HVDC application and are the dominant part of station converter losses. Thus, only the conduction losses are discussed. Considering the DC and fundamental frequency components, the upper and lower arm currents are described as:
For simplicity, the forward voltages of the IGBT and freewheel diode are assumed to be identical and independent to the current flowing through the semiconductors. This simplification significantly reduces the calculation complexity compared to the approach as presented in [17, 18] and is adopted in this study to evaluate the influence of the third harmonic injection on the station converter conduction losses. As the semiconductor number in the current path per arm is N, according to (5), the station converter conduction loss can be calculated as: 
where V fd is the simplified forward voltages of the IGBT and freewheel diode. Similarly, the conduction loss of the station converter with the sinusoidal modulation is: 
As the circulating current can be controlled around zero by proportional-resonant (PR) control, its influence on conduction losses are slight, and not accounted for in (7) and (8) .
A station converter with parameters listed in Table I is tested. To reduce model complexity, the SM number per arm N is reduced and chosen as 24 with half-bridge (HB)
SMs operating at 50 kV. In typical applications, hundreds of submodules with voltage rating of several kilovolts are required, however from a simulation perspective, assuming the adopted model with reduced SMs accelerates simulation time but does not significantly affect the quality of the outcome [6, 16, 19] .
In the detailed switching model, the IGBTs (including the anti-parallel diodes) are modelled by the Universal Bridge Block in the MATLAB/Simulink ® environment. Each SM in the tested model represents several tens of series-connected SMs of a practical implementation [19] . The parameters of the IGBTs and diodes are thus required to be set according to the equivalent series-connected circuit. With the detailed parameters as listed in Table II , the conduction power losses of the test station with sinusoidal modulation and third This paper is a post-print of a paper submitted to and accepted for publication in IET Generation, Transmission & Distribution and is subject to Institution of Engineering and Technology Copyright. The copy of record is available at IET Digital Library.
harmonic injection are, from (8) and (7) 
Compared with sinusoidal modulation, the station conduction losses with third harmonic injection are reduced by 11%. This significantly reduces station conduction losses, yielding higher efficiency and a reduced capacity cooling system. The above calculated conduction losses are in agreement with that obtained by simulation, as presented in [17, 18] . 
B. SM Capacitance Requirements
The specified maximum capacitor voltage ripple typically determines the SM This paper is a post-print of a paper submitted to and accepted for publication in IET Generation, Transmission & Distribution and is subject to Institution of Engineering and Technology Copyright. The copy of record is available at IET Digital Library.
capacitance requirement [20] . This section presents the process of sizing the capacitances for the MMC with third harmonic injection.
Due to the third harmonic, the converter can generate higher fundamental voltage than with sinusoidal modulation: 
From (5), (6), (11) 
Similarly, the upper arm energy variation with the sinusoidal modulation is [16]       
For the test station with parameters listed in Table I , based on (13) and (15), the energy variations per arm are compared in the Fig. 2 . The peak-to-peak energy variations per arm with sinusoidal modulation and third harmonic injection are 3.37 MJ and 2.57 MJ, respectively. Thus, with predefined voltage ripple, their SM capacitances are C SM0 and 0.76C SM0 , respectively. The SM capacitance with third harmonic injection is reduced by 24%.
Compared with sinusoidal modulation, the SM volume, weight, and capital cost are thus lowered by injecting third harmonic. 
where C SM is the SM capacitance and v SM is the SM capacitor voltage ripple. Based on (16), the arm energy variation can be approximated as
Then the SM capacitor voltage ripple can be expressed by the arm energy variation:
According to (11) , (12) and (18) This paper is a post-print of a paper submitted to and accepted for publication in IET Generation, Transmission & Distribution and is subject to Institution of Engineering and Technology Copyright. The copy of record is available at IET Digital Library. 
Hence the sum of the upper and lower arm voltages is 
where v cirSV is the dominant circulating voltage, specifically
According to (13) and (14), the phase energy variation with third harmonic injection is     
The phase energy variation with the sinusoidal modulation can be similarly obtained as [16] :
The circulating current is generated by the circulating voltage, which is imposed on the upper and lower arm inductors and is proportional to the phase energy variation E pSV , depicted by (22) . As show in Fig. 3 , the phase energy variation is reduced from 1.75 MJ to 1.43 MJ (by around 18.3%) by third harmonic injection. This correspondingly reduces the circulating voltage and thereby benefits circulating current control.
Besides the dominant second component, the fourth component is introduced in the phase energy variation E pSV , due to the third harmonic injection. The phase energy variation is independent of the modulation index and only the third harmonic contributes to phase energy variation reduction. This paper is a post-print of a paper submitted to and accepted for publication in IET Generation, Transmission & Distribution and is subject to Institution of Engineering and Technology Copyright. The copy of record is available at IET Digital Library. , .
Transforming the converter-side inductances to the grid-side, the total AC-side inductance L ACSV with third harmonic injection is the same as with sinusoidal modulation: 
where L g is the grid inductance; n 0 and n SV are the transformer ratio for sinusoidal modulation and third harmonic injection respectively. For a pole-to-pole DC fault at the station terminals, which is the most serious fault case for the station, the fault current on the transformer gridside i fgSV remains unchanged due to the constant grid voltage and the unchanged total AC-side inductance L ACSV , as shown by (28). However, due to the increased transformer ratio n SV , the fault current on the transformer converter-side i fcSV is expected to be reduced by 13.4% by using third harmonic injection, which reduces the current stress on the freewheel diodes and DC circuit breakers, during a DC fault: 
IV. SIMULATION RESULTS
currents and the fault currents during a DC fault.
The parameters of the two converters (MMC 1 and MMC 2 ) are the same, as listed in Table I . In the test system, MMC 1 controls active power exchange with grid G 1 at unity power factor while MMC 2 is configured to regulate the DC link voltage level at ±600 kV, also at unity power factor. A harmonic injection block sets the reference voltages in abc coordinates, which has been injected with triplen harmonics, according to (1) and (2). The nearest level modulation is utilized to generate the gating signals [13] , based on the outputs of the harmonic injection block.
A. Performances during Normal Operation This paper is a post-print of a paper submitted to and accepted for publication in IET Generation, Transmission & Distribution and is subject to Institution of Engineering and Technology Copyright. The copy of record is available at IET Digital Library.
controlled around 480 kV. However, benefitting from the injected third harmonic, the fundamental voltage amplitude of the latter is around 554 kV, higher than sinusoidal modulation control (480 kV).
The injected third harmonic only exists in the converter phase voltages and does not affect the quality of the line voltage and current, Fig. 5 (b) . With the same transferred power of 1650 MW, the transformer converter-side current peak with third harmonic injection is reduced from about 2.3 kA to 2 kA, as demonstrated in Fig. 5 (b) .
As the arm current is the sum of one third the DC current and half the AC current, from This paper is a post-print of a paper submitted to and accepted for publication in IET Generation, Transmission & Distribution and is subject to Institution of Engineering and Technology Copyright. The copy of record is available at IET Digital Library.
In this scenario, a permanent pole-to-pole DC fault is applied at the terminals of MMC 1 at t=0.4 s, Fig. 4 . Both the stations are blocked after the fault and the circuit breaker action is not considered. As illustrated in Fig. 6 (a) , the fault arm current peak is reduced from 12.9 kA to 11.1 kA by using third harmonic injection, yielding lower fault current stresses on freewheel diodes. This is in good agreement with (29). Similarly, the fault DC current peak is reduced by 13.4% and thus the lower capacity DC circuit breakers can potentially be used to isolate the fault, which reduces the capital cost and conduction losses of circuit breakers. In Fig. 6 (b) , the fault AC current peaks are also lowered to 86.6% by using third harmonic injection. Table I summarizes the MMC performance with third harmonic injection. With the same transmitted power (1650 MW), the conduction losses and the SM capacitance are reduced to 89% and 76% respectively, by injecting third harmonic. This significantly improves the system efficiency and reduces the SM volume, weight, and capital cost.
Additionally, the DC fault current is expected to be lowered by 13.4%, yielding reduced current stress on freewheel diodes and DC circuit breakers, during a DC fault.
C. Discussion on the Influence of Third Harmonic Injection on AC System The injected third harmonic appears in the phase voltages referenced to the DC-link mid-point, Fig. 7 (a) , and the THD of the phase voltage referenced to the DC-link mid-point is high and around 20%, as illustrated in Fig. 8 (a) . However, the injected third harmonic is a co-phasal component and is not present in the line voltages or the actual phase voltages, see This paper is a post-print of a paper submitted to and accepted for publication in IET Generation, Transmission & Distribution and is subject to Institution of Engineering and Technology Copyright. The copy of record is available at IET Digital Library. Fig. 7 (b) . The THD of the line voltage in the test model is thus lower than 3%, as shown in Fig. 8 (b) . As a result, the third harmonic does not have negative influence on the quality of the AC-side currents in the HVDC system with Yg/D interface transformer on the AC-side.
As displayed in Fig. 7 (c) , the three-phase currents are balanced and sinusoidal and do not contain significant third harmonic components. 
V. CONCLUSION
The influences of third harmonic injection on power losses, SM capacitance, circulating current, and DC fault currents are evaluated and the mathematical models are derived. SM capacitance is reduced by 24% compared to that when using sinusoidal modulation, which significantly reduces both the volume and capital cost of SMs. Additionally, station converter conduction losses are reduced by 11% by injecting a third harmonic and the capacity of cooling system is thus reduced. The semiconductor current stresses and phase energy variation are also reduced by using third harmonic injection. Although the converter-side voltage is increased, the DC fault currents are expected to be reduced by 13.4%, yielding lower fault current stresses on semiconductors and DC circuit breakers. Simulation results were in good agreement with the analysis, which demonstrates the effectiveness of the presented models. This paper is a post-print of a paper submitted to and accepted for publication in IET Generation, Transmission & Distribution and is subject to Institution of Engineering and Technology Copyright. The copy of record is available at IET Digital Library.
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